COPING
3-0" WASH ’ / SEE ARCH. DWG
4 g 1/P/C CoPING
EL. SEE ARCH. DWG
P/C SPANDREL
/ SEE ARCH. DWG
| CONNECTION
| SEE F5/5-520

SHEET NOTES:

1.  THE NOTE "PERFORMANCE DESIGN" SHOWN ON SECTION/DETAIL
INDICATES THE INTENT OF CONNECTION DESIGN. PRECASTER
SHALL FOLLOW THE DESIGN INTENT TO DESIGN THE CONNECTION.

CONNECTION
BY PRECASTER

o

T/COLUMN

EL. SEE ARCH. DWG
SHEET A25

4}($.

COVE SEALANT (TYP.) X

—

BEARING CONNECTION
SEE B3/S-520

8" C.LP. WALL W/
(5) #4 HORIZ. E.F.
(ALL EPOXY COATED)

EXTERIOR INTERMEDIATE PIER,
SEE B5/S-522

=

ree inc

one foot

ncnes

one half

one foo

quarters

three

nc

three eighths

one foot

ncn

quarter

one

}:L'/ GO | A 2" GAP FULL HEIGHT @ r-0" L&
- o BETWEEN WALL & COL. / x TOP OF PIER
s mer Ll4-6 | 32
TS W/ (1) #4 CONT. #4 @ 7" VERT. [2-0" - 18" Q
= o o | s
"l (EPOXY COATED) ] W/ (1) #4 CONT. = 1 \
“ (2) P/T TENDON THRU (EPOXY COATED) I 24" X 18" P/C SPANDREL, TYP.
COLUMN. SEE SHEET . . y_g' q1——% CAST-IN-PLACE PIER:
S-510, SHEET NOTE 6 #4 @ 14" VERT. le < REINFORCE WITH (10) #4
FOR REM. INFORM&TION Q" W/ (1) #4 X CONT. ’l EPOXY COATED. EXTEND
N | (EPOXY COATED) -~ ) INTO BOTTOM OF BEAM.
%F’F{/IMB;,LAB i - O X - o, 3 Al |44 TES @ 6" OC .
s J N~
FLset PV S S J iy PROVIDE P/C HAUNCH BEARING
‘ NI = ” TOUCH UP GALV. CONNECTION AT P/C SPANDREL
’ = s 3 TWO COATS PARALLEL TO GRID F,
— 7/
/ g | C.IP. COL CONNECTION SLAB BEYOND SEE D7/5-520
- A WL X SEE F5/5-520
P/T SLA / 1 \ GALV. ANGLE
L /T SLAB (2) #4 X CONT. I . %covz SEALANT GALV. EMBED PLATE
3 #6 X CONT. (EPOXY COATED) p/C PANEL SLAB EDGE _ B W/ HAS., TYP.
(EPOXY COATED) (5) #4 BARS, EACH T 4f‘ ; —
FACE b ~1 < & BACKER ROD AND
SEALANT EACH SIDE
/ —P/T SLA
P/T BEAM N _ \ A \ e \
NOTES: | P/T BEAM NOTES
1. SEE DETAIL B5/S-621 FOR WALL AND SLAB REINFORCING SPACING AT ELEVATOR C.LP. WALL, T
ENDS OF BUMPER WALLS, TYP. NOTES: SEE ARCH. DWG. 14/A23 | 1. BRICK NOT SHOWN FOR CLARITY.
2. SEE ARCH. DWG FOR GREEN SCREEN. 1. BRICK NOT SHOWN FOR CLARITY. \ /
3. HEIGHT OF 8" C.LP. WALL IS LESS THAN 3'-7" BETWN GRID 9.5 TO 11, 2. SEE D7/S-520 FOR P/C PANEL BEARING CONNECTION.

SEE ARCH. DWG.

EXTERIOR BUMPER WALL DETAIL

(AT TOP TIER)

P/C SPANDREL / P/C SPANDREL DETAIL

(PERFORMANCE DESIGN)

B1

@C.I.P. PIER/ P/C PANEL DETAIL 37

GALV. TOUCH UP
3/16" I/3 1/2" \TWO COATS

**INSTALL PER MANUF.

JVI VECTOR CONNECTOR

P/C SPANDREL, TYP. FLAGE WELDER (GALV.) ‘

COMPRESSIBLE JOINT FILLER
SEE ARCH. DRAWING

MIN. TWO CONNECTION
PER PANEL

-

SPECIFICATIONS**
\\/I: CONNECTION —
BY PRECASTER . = =
P/ R \ <zt [aa) <zt o
BACKER ROD SEE ARCH. DWG CONT. BACKER ROD — GALV. STEEL BAR NI N
AND SEALANT P/T BEAM WITH SEALANT Y = - =
EACH SIDE, TYP. / SEE SCHEDULE n -
~ ~ ~ ~
GALV. EMBED PLATE W/ HAS. BEARING CONNECTON—_ | } VT g ____________________________________________________
1 SEE B3/S-520 N\ 1 L
l|> N.SN.S. GROUT 5 .
-
T/T0P TIER & B
EL 755-0 )
C.LP. COLUMN
BEYOND n
BRICK EXPANSION JOINT —~, — BRICK BRICK EXPANSION JOINT SEALANT — BRICK
NOTES: SEE ARCH. DRAWNG  Jep SEE ARCH. DRAWING SEE ARCH. DRAWING SEE ARCH. DRAWING SEE ARCH. DRAWING
1. BRICK NOT SHOWN FOR CLARITY.
w NOTE: NOTE:
1. PROVIDE CONTINUOUS DOVETAIL ANCHORS AT 16" O.C. VERTICAL IN PRECAST PANEL FOR BRICK SUPPORT. 1. PROVIDE CONTINUOUS DOVETAIL ANCHORS AT 16" 0.C. VERTICAL IN PRECAST PANEL FOR BRICK SUPPORT.

SEE SPECIFICATION FOR ADDITIONAL INFORMATION.

05 DETAIL

SEE SPECIFICATION FOR ADDITIONAL INFORMATION.

SECTION 07 DETAIL

(PERFORMANCE DESIGN)

P/C SPANDREL / P/C SPANDREL DETAIL

(PERFORMANCE DESIGN)

D3

one eighth

1'-6"
#4 TES @ 6" 0.C.
. EPOXY COATED
1'-6" 2 18"
4 \\ N 24" X 18"
/ CAST-IN-PLACE PIER:
REINFORCE WITH (10) #4
— VERT. EPOXY COATED
© . HOOK INTO P/T SLAB
% | .
-
k COVE SEALANT
CI> I A\, /
™ ‘o
(10) #4 @ 6" 0.C. .
X EPOXY COATED 5-6"
l SLAB EDGE
L 1 e
5) ¥4 VERT. BARS, EACH FACE R ‘
X [ P/C SPANDREL I(EP)O)fY COATED .;' ) A ~ < ~
C.LP. PIER HOOK INTO P/T SLAB = (: =
o o
L 3 \
CONNECTION o - P/T SLAB
SEE F5/5-520 (4) 44 X 6'-0"
\/\ CENTERED AT C.LP.
PIER. EPOXY COATED
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